
EXISTING CONCRETE SUBSTRA TE 

STRA T ASHIELD FLOORING 
SYSTEM 

NOTE: CHIP CONCRETE BACK FROM 1/2" DEEP AT EMBEDDED
DRAIN UP TO PREPARED SURFACE OVER MINIMUM OF
3" TO FORM TRANSITION.

THIS SAME DET AIL SHOULD BE USED FOR TERMINA TIONS OF 
TNEMEC FLOORING SYSTEMS A T STEEL PLA TE EMBEDDED 
IN CONCRETE SLABS. 

THIS SAME DET AIL SHOULD BE USED FOR SELF LEVELING 
AND LAMINA TE FLOORING SYSTEMS EXCEPT WITH SA WCUT 
T O BE 1/4" DEEP . 

MIN. 3" (76.2mm)

CAST -IN-PLACE 
CIRCULAR FLOOR 
DRAIN 

* 

CHIP CONCRETE BACK A

FOR TRANSITION WITH A 
1/2” (12.7mm) DEPTH.

MINIMUM OF 3”(76.2mm)

FLOOR DRAIN DETAIL WITHOUT SEALANT
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